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| 1 3 4 | 5 | 6 7 8 | 9
1PH SINGLE-PHASE GORGND  GROUND OR GENERATOR
1P SINGLE POLE GEN GENERATOR FLOOR  WALL CEILING FLOOR WALL  CEILING
2/C TWO-CONDUCTOR GFCI GROUND FAULT CIRCUIT INTERRUPTER
3/C THREE-CONDUCTOR GTB GROUND TERMINAL BOX
3PH THREE-PHASE HID HIGH INTENSITY DISCHARGE 4 ® (1) DUPLEX O RECESSED DOWNLIGHT willie) TERMINAL BLOCK T CIRCUIT BREAKER SWITCH
4/C FOUR-CONDUCTOR HOA HAND-OFF-AUTOMATIC
w FOURWIRE tr HElont o ER % QUADRUPLEX NORMALLY CLOSED CONTACT
HT HEIGHT o — 1X4 SURFACE MOUNTED LIGHT /I/I/
A/CUNIT  AIR CONDITIONING UNIT HZ HERTZ )
AJE ARCHITECT/ENGINEER L 1= FUSE - INLINE
AéP ALARM ANNU(l;\lglATOR PA(I)\IEL 5 IESNA IL(L)UMINATION CENGINEERING SOCIETY OF WY DUPLEX-VOICE-DATA | | NORMALLY OPEN CONTACT
A ALTERNATING CURRENT OR ARMORED NORTH AMERICA
CABLE IMC INTERMEDIATE METAL CONDUIT 2X4 SURFACE MOUNTED LIGHT T FUSE SWITCH
ACC ACCESSIBLE INCAND INCANDESCENT
ADDL ADDITIONAL IR INFRARED (H} GFCIDUPLEX |
ADJ ADJACENT, ADJOINING IWH INSTANTANEOUS WATER HEATER ( THROW CONTACT - SINGLE E N FUSED-SWITCH BUS PLUG
ADO AUTOMATIC DOOR OPENER D
AFC AMPERE FRAME OR AMP FUSE ABOVE J-BOX JUNCTION BOX A ¢ SIMPLEX (I— 4FT WALL MOUNTED LIGHT
FINISHED COUNTER, AUTOMATIC )
FREQUENCY CONTROL, OR AVAILABLE kV KILOVOLT | cB CIRCUIT BREAKER - ENCLOSED
FAULT CURRENT KVA KILOVOLT AMPERE EMERGENCY DUPLEX \
AFF ABOVE FINISHED FLOOR KVAH KILOVOLT AMPERE PER HOUR ? |~y 1X4 EMERGENCY LIGHT THROW CONTACT - DOUBLE
AFG ABOVE FINISHED GRADE KVAR KILOVOLT AMPERE REACTIVE | K KIRK KEY INTERLOCK
AH AMPERE HOUR kw KILOWATT EMERGENCY QUADRUPLEX
AHJ AUTHORITY HAVING JURISDICTION KWH KILOWATT HOUR # N ,
AIC AMPERE INTERRUPTING CAPACITY KWHM KILOWATT HOUR METER . 2X4 EMERGENCY LIGHT o SWITCH - CIRCUIT CLOSED BUSDUCT
M
ALT ALTERNATE
AMBORA  AMBIENT LED LIGHT EMITTING DIODE q> EMERGENCY SIMPLEX
AMP AMPERE LF LINEAR FEET (FOOT) T SWITCH - CIRCUIT OPEN SWITCHGEAR BUSWAY
ARCH ARCHITECT LM LUMEN —
ASC AMPS SHORT CIRCUIT LP LIGHT POLE Wi 4 DUPLEX-VOICE 2X4 RECESSED LIGHT
AT AMPERE TRIP LPS LOW PRESSURE SODIUM
ATS AUTOMATIC TRANSFER SWITCH LRA LOCKED ROTOR AMPS
AUTO AUTOMATIC LTCP LOCAL TEMPERATURE CONTROL PANEL v DUPLEX-DATA ® EXIT SIGN 1 FACE GROUND FAULT RELAY
AV AUDIO VISUAL LT LIGHT ®
e v FLOOR WALL  CEILING
BAT BATTERY LTG PNL LIGHTING PANEL TN g .
BC BARE COPPER LTNG LIGHTNING = QUAD-VOICE ® ® EXIT SIGN 1 FACE LEFT ARROW
BD BOARD LV LOW VOLTAGE MANUAL PULL STATION AMMETER
BFF BELOW FINISH FLOOR v QUAD-VOICE-DATA
BIL BASIC INSULATION LEVEL MATV MASTER ANTENNA TELEVISION SYSTEM - - ) EXIT SIGN 2 FACE LEFT ARROW
BLDG BUILDING MAX MAXIMUM - AIMl ADDRESSABLE INTERFACE MODULE
BPIP BOILER PLANT INSTRUMENTATION MC METAL-CLAD I
BRKR PANEL MCA MINIMUM CIRCUIT AMPS B\ QUAD-DATA DIGITAL METER U.O.N.
BYP BREAKER MCB MAIN CIRCUIT BREAKER
BY PASS MCC MOTOR CONTROL CENTER i FLOOR ~ WALL ~ CEILING @ WATER FLOW SWITCH N
C MDP MAIN DISTRIBUTION PANEL (_f_) @) JUNCTION BOX ,.,TnUl” TRANSFORMER - DELTA WYE-GROUNDED
CAB CONDUIT MECH MECHANICAL $T LIGHT SWITCH - TIME OPERATED r
CALC CABINET MG MOTOR GENERATOR @ TAMPER SWITCH =
CAP CALCULATE MH MANHOLE ® POKE THRU
CAT CAPACITY MIN MINIMUM A $ LIGHT SWITCH - SINGLE POLE
CATV CATALOG MOCP MAXIMUM OVERCURRENT PROTECTION PRESSURE SWITCH Ee /N ATS - 3.POLE UON
CCR COMMUNITY ANTENNA TELEVISION MLO MAIN LUGS ONLY CTR - 3- ON.
COUNTERTOP DUPLEX BP - WITH BYPASS ISOLATION
CCTV CONTROL CONTACTOR MT MOUNT $ LIGHT SWITCH - THREE WAY L
cd CLOSED CIRCUIT TELEVISION MTD MOUNTED 3 €26) SMOKE-HEAT DETECTOR BP
CD CANDELA MTG MOUNTING G R
CF CONSTRUCTION DOCUMENTS MTS MANUAL TRANSFER SWITCH (ﬂ) ISOLATED GROUND DUPLEX
CF/CI CONTRACTOR FURNISHED MV MEDIUM VOLTAGE $k LIGHT SWITCH - KEY OPERATED +
CF/Ol CONTRACTOR MVA MEGAVOLT-AMPERE IG @ SMOKE DETECTOR — BATTERY
CFE FURNISHED/CONTRACTOR INSTALLED MW MEGAWATT MICROWAVE q) ISOLATED GROUND SIMPLEX LIGHT SWITCH - T
FURNISHED/OWNER INSTALLED $P WITH SMOKE DETECTOR -
CONTRACTOR FURNISHED EQUIPMENT NA NOT APPLICABLE PILOT LIGHT ® IONIZATION OF
CHW CHILLED WATER NEC NATIONAL ELECTRICAL CODE XP EXPLOSION PROOF DUPLEX ' COMBUSTION @/ GENERATOR
CHWP CHILLED WATER PUMP NEMA NATIONAL ELECTRICAL MANUFACTURERS (ﬂ) SMOKE DETECTOR -
CKT CIRCUIT ASSOCIATION $TO SWITCH - WITH THERMAL OVERLOAD @ PHOTOELECTRIC OF
CKTBRKR  CIRCUIT BREAKER NEUTORN NEUTRAL XP P COMBUSTION
CLF CURRENT LIMITING FUSE NFPA NATIONAL FIRE PROTECTION ASSOCIATION P EXPLOSION PROOF SIMPLEX 6] DIMMER XXKXX
CLG CEILING NIC NOT IN CONTRACT HEAT DETECTOR XXXXX PANEL
CMU CONCRETE MASONRY UNIT NL NIGHT LIGHT 1:P @ XXXXX
COAX COAX CABLE NO NORMALLY OPEN SPLIT WIRE — XXXXX
COMM COMMUNICATION NS NO SCALE 09) OCCUPANCY SENSOR V.
COMPT COMPARTMENT NTS NOT TO SCALE ® HORN
88NC ggNCRETE oc oNG D @ © SPECIAL OUTLET
NT NTINUE N CENTER PC PHOTOCELL
CONTR CONTRACTOR oD OUTSIDE DIAMETER P SPEAKER-STROBE
88$ "0 gglsl)'?RD(l)'\ll_AJgWER TRANSFORMER o OVERLOAD (AN NN MULTI OUTLET SURFACE RACEWAY
OCCUPANCY SENSOR POWER PACK
ST FIRE ALARM GENERAL NOTES
CT CURRENT TRANSFORMER PA PUBLIC ADDRESS STROBE LIGHT UNIT o
v ABLE TELEVISION PB PANELBOARD, PULL BOX, OR PUSHBUTTON
cu Comper o PBPU PREFABRIGATED BEDSIDE PATIENT UNIT_ [o] WALLMOUNTED OVERRIDE SWITCH CROUND TESTWELL
CUFT CUBIC FEET PCB POLYCHLORINATED BIPHENYL AUTOMATIC DOOR XV&%ERE%%%SEDFIA(S)(;E FéIDPI\Il-\I_I_SlﬁlTJlEE?—IEl)OWN DIAGRAMATICALLY. EXACT LOCATION OF ALL WIRE RUNS TO BE DETERMINED
CUR CURRENT PEC PHOTOELECTRIC CELL ° GROUND CABLE CONNECTION - :
PED PEDESTAL FLOOR WALL  CEILING .
be DIRECT CURRENT PF~ POWER FACTOR DOOR HOLDER VINMIMBE GoTbI
DOP DIMMER CONTROL PANEL PH PHASE W v ® VOICE OUTLET 1% GROUND ROD - MIN. 3/4"1 x 10' LONG THE FIRE ALARM SYSTEM WILL CONFORM TO ARTICLE 760 OF NATIONAL ELECTRICAL CODE AND NFPA 72.
DEGC DEGREES CELSIUS PNL PANEL
DEG F DEGREES EAHRENHEIT POD POWER OPERATED DAMPER FACP FIRE ALARM CONTROL PANEL AN APPROVED SET OF FIRE ALARM SHOP DRAWINGS WILL BE ON THE SITE AND USED FOR INSTALLATION.
DEMO DEMOLITION PT POTENTIAL TRANSFORMER \/ V Q DATA OUTLET I¥| GROUND PLATE - WALL MOUNT
DIAG DIAGRAM PTRV POWER TYPE ROOF VENTILATION UPON COMPLETION OF THE INSTALLATION OF THE ALARM SYSTEM, THE CONTRACTOR WILL COORDINATE WITH OTHER
DISC DISCONNECT PVC POLYVINYL CHLORIDE (PLASTIC) FATC FIRE ALARM TERMINAL CABINET TRADES TO TEST INTERCONNECTIONS OF THE FIRE ALARM SYSTEM WITH OTHER BUILDING SYSTEMS AND EQUIPMENT.
DISTR DISTRIBUTION PWR POWER £l GROUND PLATE - FLOOR MOUNT ONCE ALL FUNCTIONS INDICATED IN THE FIRE ALARM SYSTEM SEQUENCE OPERATIONS HAVE BEEN VERIFIED THROUGH
A\ V @ VOICE-DATA 7 DISTRIBUTION BOARD TESTING, AN ACCEPTANCE TEST MUST BE PERFORMED IN THE PRESENCE OF THE LIFE SAFETY ENGINEER OR
DISTRPNL  DISTRIBUTION PANEL i
DMR SW DIMMER SWITCH RCP REFLECTED CEILING PLAN 4 REMOTE ANNUNGIATOR PANEL AIR TERMINAL REPRESENTATIVE. THE ACCEPTANCE TEST MUST SUCCESSFULLY DEMONSTRATE ALL FUNCTIONS REQUIRED AN
DN DOWN REC RECESSED CARD READER ® LGHINING SPECIFIED HEREIN. A MINIMUM OF 48 HOURS NOTICE TO THE COTR OF VA REPRESENTATIVE FOR ANY INSPECTIONS
DPDT DOUBLE POLE, DOUBLE THROW RECPT RECEPTACLE T 480/277V OR 208/120V RECESSED PANEL ARRESTOR AND/OR TESTING.
DPST DOUBLE POLE, SINGLE THROW RGS RIGID GALVANIZED STEEL DUCT DETECTOR
DRSW DOOR SWITCH RM ROOM CQUIPMENT CONNECTION THE BUILDING GENERATORS SHALL PROVIDE SECONDARY SOURCE OF POWER FOR FIRE ALARM SYSTEM.
DS DISCONNECT SWITCH RMS ROOT MEAN SQUARE EMERGENCY BREAK GLASS
DWG DRAWING REQD REQUIRED NI 480/277V OR 208/120V SURFACE MOUNTED PANEL SMOKE DETECTOR EXISTING INTERFACE TO FAN CONTROL / ELEVATOR CAPTURE TO BE REUSED.
EC EMPTY CONDUIT scc SHORT CIRCUIT CAPACITY PUSH BUTTON FIRE ALARM NETWORK VOICE AND DATA TO BE FIBER OPTIC.
EG EQUIPMENT GROUND SES SERVICE ENTRANCE SECTION T TRANSFORMER
EL ELEVATION SD SMOKE DETECTOR FUSED DISCONNECT SWITCH EXISTING DUCT DETECTOR LOCATIONS REUSED ASSUMED TO BE PROPERLY LOCATED.
ELEC ELECTRIC OR ELECTRICAL gET gagésE FOOT (FEET) @ SPEAKER - AV &
ELEV ELEVATOR ! - DISCONNECT SWITCH DIAMETER
EMCP EMERGENCY MONITORING CONTROL Sl INTERNATIONAL SYSTEM OF UNITS D—l RELAY MODULE
PANEL SPEC SPECIFICATION TELCOM
EMER EMERGENCY SPST SINGLE POLE, SINGLE THROW e GROUNDING SWITCH - MOTOR RATED SQUARE FEET
EMI ELECTROMAGNETIC INTERFERENCE SURF SURFACE BUS BAR $'V' MONITOR MODULE ﬂ]
EMT ELECTRICAL METALLIC TUBING ngD gwgg:BOARD
ENCL ENCLOSURE rzrzrn TELEPHONE BACKBOARD S H E ET | N D EX
EPO EMERGENCY POWER OFF SWGR SWITCHGEAR NH FUSED DISCONNECT SWITCH & POINT OF CONNECTION
EPRF EXPLOSION PROOF
ESMT EASEMENT TC TIME CLOCK MAGNETIC MOTOR STARTER -
EWC ELECTRIC WATER COOLER TEL TELEPHONE DEMOTE HOT WIRE, NEURTAL X 1 NEMA SIZE 1~ POINT OF DISCONNECTION
EWH ELECTRIC WATER HEATER TP TWISTED PAIR 1#12, 1#12, 1#12 WIRE AND GROUND WIRE SIZES 1 INDICATED
EXIST EXISTING ﬁ’g Pé\ﬁggﬁgﬁélTRESRm%ADLEQOARD AND QUANTITY (RESPECTIVELY)
STARTER-DISCONNECT SWITCH TITLE MARK
FA FIRE ALARM v TELEVISION 2y mSYMBOLS DETAIL OR PLAN NUMBER - 1
Eﬁgf E:EE ﬁtﬁﬁm SEII:ILUNCIATOR PANEL TYpP TYPICAL 3/4" CONDUIT WITH 2#12 WIRES, E-201/SCALE: NOT TO SCALE DETAIL OR PLAN REFERENCE LOCATION
UON. @/ MOTOR FOUND IN E-201
FABX FIRE ALARM BOX UFD UNDERFLOOR DUCT GROUND WIRE NOT SHOWN.
FACP FIRE ALARM CONTROL PANEL UGND UNDERGROUND .
FC FOOTCANDLE uL UNDERWRITERS LABORATORY 3/4" CONDUIT WITH 3#12 WIRES, SECTION MARK A2T NUMBER NAME SCALE
FI FILM ILLUMINATOR UON UNLESS OTHERWISE NOTED —t— UON. R] RELAY 1 SECTIO 1
FIXT FIXTURE UPS UNINTERRUPTIBLE POWER SUPPLY GROUND WIRE NOT SHOWN. = SECEOE E(L)JLI\J/ISSFI%N- Lo E001A ELECTRICAL COVER SHEET NONE
FLA FULL LOAD AMPS UTIL UTILITY 3/4" CONDUIT WITH 4#12 WIRES, ) ey
FLEX FLEXIBLE METALLIC CONDUIT - UON. VARIABLE FREQUENCY DRIVE JF— — ELD101A ADMIN LIGHTING DEMOLITION PLAN - 1ST FLOOR 1/4"=1-0"
FLT FLOODLIGHT ¥A ggﬂ AMPERE GROUND WIRE NOT SHOWN. I/ \‘ EH%}Q ﬁgmm Eg&gg%&ﬁ'\'{;ﬁ;&gg R 1; ..21 .'8..
FLUOR FLUORESCENT - =1
FLUORFIX FLUORESCENT FIXTURE VAR VOLT AMPERE REACTIVE CONDUIT HOMERUN TO PANEL I DETAIL BOUNDARY B EP102A ADMIN POWER PLAN - ROOF 1/4"=1-0"
PB| PULL BOX .
FOUTT TELEPHONE FLOOR OUTLET VFD VARIABLE FREQUENCY DRIVE 1LA-1,3,5 BOARD | , E-201/  DETAIL NUMBER -2
FP FIRE PROTECTION VOLT VOLTAGE 1 1LA WITH CIRCUIT 1,3,5 \ ), ~— Eggm Ekﬁ%[@gﬁlé SEEQISLS mgmg
FT FEET OR FOOT S————— —-
FU SW FUSED SWHCH W WATT MANHOLE
FVNR FULL VOLTAGE NON-REVERSING WH WATER HEATER ] CAPPED CONDUIT @ SHEET KEYNOTE E701A SINGLE LINE DIAGRAM NONE
FVR FULL VOLTAGE REVERSING wp WEATHERPROOF
y CONDUIT RUN UNDERGROUND OR CABLE TRAY
T XFER TRANSFER UNDER
9 XFMR TRANSFORMER THE FLOOR SLAB
E @ THERMOSTAT REVISION CLOUD (DELTA 1)
Q — o CONDUIT TURNING DOWN
Q
Q @ DIFFERENTIAL PRESSURE SENSOR
. 90 CONDUIT TURNING UP n DETAIL REFERENCE
g DETAIL NUMBER - 1
< W DETAIL FOUND IN E-501
(7)) - CONDUIT BREAK
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KEY NOTES: ()

1 DEMO LIGHT FIXTURES AND RELATED CONTROL
DEVICES. REMOVE CONDUIT AND WIRING BACK TO

THE SOURCE.
| | |
B : . ' | | — |
+ S | L e — i LB F 7 o -
\| | | | | i
/ \ T |= N ‘
(TYP)
—
I ; | =— - \ S g S 3 | ~
* R VD N ® o
T SHEET NOTES:
1. DEMO (E) ELECTRICAL DEVICES ON WALLS TO BE
REMOVED WITHIN THE SCOPE OF WORK AREA.
g REMOVE (E) LIGHTS AND CONTROL DEVICES.
2. REMOVE CONDUIT AND WIRES BACK TO THE SOURCE.
45 3. CONTRACTOR TO PERFORM CIRCUIT TRACING PRIOR
|/ TO DEMOLITION OF ANY DEVICES AND LIGHTING.
4. SCOPE OF WORK AREA ARE SHOWN WITHOUT
HATCHING. HATCHED AREA ARE OUT OF SCOPE.
5. EXISTING LIGHTS TO REMAIN SHALL BE MAINTAINED
TO BE POWERED AND FUNCTIONAL.
6. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF
ALL TYPES, OR CAP AND LABEL IN JUNCTION BOX
FOR RE-USE, IN COMPLIANCE WITH THE NATIONAL
ELECTRICAL CODE.
7. MAINTAIN AND RESTORE, IF INTERUPTED, ALL
CONDUITS AND CONDUCTORS PASSING THROUGH
o - o o B - o o o | HA RENOVATED AREAS AND SERVICING UNDISTURBED
AREAS.
\
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KEY NOTES: ()

1. EMERGENCY LIGHTS AND EXIT SIGN CIRCUIT
SHALL BE TIED TO EXISTING EMERGENCY CIRCUIT
IN THE CORRIDOR AREA. CONTRACTOR TO FIELD
VERIFY AND CIRCUIT TRACE.

. , f/ . @ SHEET NOTES:
% u u / o 1. LIGHTING FIXTURES. REFER TO
el “(b ( ahg ARCHITECTURAL DRAWINGS FOR EXACT
L \ LOCATION AND MOUNTING HEIGHT.
/ \ /| c 2. EXIT SIGN SHALL MATCH BUILDING STANDARD.
c c c EM 3. PROVIDE DUAL TECHNOLOGY OCCUPANCY
- 1CA -8 1CA-8 x c SENSOR WITH ULTRASONIC AND INFRARED
b b b CAPABILITIES.
[ e
9 | cronoy
‘ k 1412, 1412, 1412 [
L \ / N\ | \
C C C _ C
1CA -8 ] 1CA-8 1CA-8
b b .
ADMINISTRATIV |
N N § B - @m SPACE ~
\ 9 A, i L 9
0 \
C c 15 C
1CA-8 EM ,1CA -8 1CA-8
b b b™ c
=t abc /
|
, Y / |
~] ¢ c c c
" | teazs 1CA -8 % 1CA-8 EI\/I/
,ffCJ c | / ]c c
i N
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— N
ADMIN LIGHTING PLAN -
1ST FLOOR
M 1/ " _ 1'_0" LIGHTING FIXTURES SCHEDULE
% TYPE DESCRIPTION VOLTS | WATTS | LAMPS | MANUFACTURER: | CAT:
]
E C |2'X4' LED TROFFER LENS 120V 45 2T5 COOPER LIGHTING | 24EN-LD1-45-UNV-L835-CDI-U
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KEY NOTES:{ )

1. PROVIDE OUTLET BOX AND CONDUIT STUB-UP
ABOVE CEILING FOR FUTURE OUTLETS. PROVIDE
BLANK COVER PLATE.

2. ALL VAV IN THE SCOPE OF WORK SHALL BE TIED IN
TO EXISTING EMERGENCY CIRCUIT IN THE
CORRIDOR. COORDINATE WITH MECHANICAL
CONTRACTOR FOR EXACT LOCATIONS.

N
1CA -4,2{
2-#12, 2-#12, 1-#12
\f\ < N J N
= = \ —0
4 % 2 %\
A N
P — PROVIDE 3/4"C.0.FOR | AN
~ T-STAT STUB UP N 2
5 4 | | SHEET NOTES:
//
@/l@ \ 1. ALL POWER AND DATA OUTLETS SHALL
“ VAV 2 & BE MOUNTED AT 18" AFF. U.O.N.
| 2. OUTLETS IN THE AREA OF WORK TO BE
| SERVED FROM PANEL 1CA.
S 3. COORDINATE WITH TELECOM DRAWINGS
= = FOR LOCATION OF TEL/DATA OUTLETS.
AN W S ~__ 4. NEW AND RELOCATED OUTLETS SHALL
59 4 N atde s BE PROVIDED WITH NEW LABEL.
= - @ e AN 5. CONTRACTORS TO REPAIR BROKEN
- N\ SURFACE MOUNTED RACEWAY AND
W OUTLETS.
s &
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GENERAL NOTES:

OVERLAPPED.

ARE USED TO MAINTAIN ROOF WARRANTY.

WATER CUT-OFF MASTIC =
COMPATIBLE WITH
ROOF MEMBRANE J O O
CONDUIT CLAMP. SIZE AS INTEGRAL GALVANIZED
REQUIRED LIPPED STEEL
MOUNTING CHANNEL —

1. MAINTAIN A MINIMUM CLEARANCE OF 12" [308mm] ON ALL
SIDES OF ROOF PENETRATION FROM WALLS, CURBS, AND
OTHER PROJECTIONS TO FACILITATE PROPER FLASHING.

2. FLANGES OF ADJACENT FLASHINGS SHALL NOT BE CUT OR

3.  VERIFY ROOF & STRUCTURAL SYSTEM WITH ARCHITECT.

4. COORDINATE FLASHING INSTALLATION WITH ROOFING
CONTRACTOR TO ENSURE PROPER METHODS & MATERIALS

/ N EXPANSION
( it - S ANCHOR
4 3/8" MIN

GALVANIZED
THREADED
ROD, TYP.

LOCKING
SQUARE
WASHER &

LOCKNUT

TO ANCHORAGE AND
ATTACHMENT TO THE
STRUCTURE, REFER TO
STRUCTURAL
DRAWINGS.

CLAMP. SIZE AS
- REQUIRED

\\l
b\)/ ,KCONDUIT

DRYWALL BORDER

LUMINAIRE. REFER TO
SCHEDULE

CEILING MAIN BEAM

N CEILING CROSS BEAM
\ _ -
GYPSUM BOARD

1 2 5 6 7 8 9
BATT INSULATION
STAINLESS CLAMP, TYP. SEAL-OFF CONDUIT,
gy ING, TYP. PREFABRICATED FORMED 0.06"
PREFABRICATED RUBBER : THICK ALUMINUM FLASHING
BOOT CAP WITH GRADUATED ROUND COLLAR WITH MIN. 3" WIDE
STEPS & WEATHER-PROOF FLANGE. ATTACH TO ROOF PER
PRESSURE SEAL TO GOLLAR . LUMINAIRE MANUFACTURER'S
MANUFACTURER'S INSTRUCTIONS EARTHQUAKE CLIP, (4) PER
FIXTURE AT CORNERS. ATTACH
SEALANT AT PENETRATION : WITH SHEET METAL SCREW
TO MEMBRANE JUNCTURE MULTIPLE MEMBRANE STRIPPING
BY ROOFING CONTRACTOR
I; PLIES FEATHERED AT FIELD OF ROOF / FIXTURE WHIP FROM LUMINAIRE

ROOF MEMBRANE BY ROOFING CONTRACTOR. PRIME / JUNCTION BOX SUSPENSION WIRES

7 . FLANGE BEFORE STRIPPING. (6FT. LONG MAX.) (#10 MIN) ATTACHED TO

; [ STRUCTURE

4 - — J (TYP EA. CORNER)

> LN > P ’ > i s ’ » i s ’
» > I>A > 4
PN > " ., > STEEL 3 TWIST MINIMUM
R B GRS /(TYP)
D

GYPSUM BOARD (TYP)

CEILING CROSS BEAM

ROOF PENETRATION DETAIL @

LUMINAIRE MOUNTING - GYPBOARD CEILING @

#12 GA. HANGER WIRE THROUGH INTEGRAL
GALVANIZED LIPPED STEEL MOUNTING
CHANNEL & ATTACHED TO STRUCTURE =~ — =

INTEGRAL GALVANIZED LIPPED
STEEL MOUNTING CHANNEL
SN

e s

DRYWALL CEILING
CROSS TEE, TYP.

CEILING HANGER WIRE

(/ T \\§\//Ti\\

A

1]

=]

T o R o et e e F e ot et o [ e v ey ottt
L F A\ i / .

L

A

-~

WIRE TIE THROUGH >
MOUNTING CHANNEL &
CROSS BEAM, TYP.
CEILING MAIN -
BEAM. /

/ \
/
\ LOCKING SQUARE
g WASHER & NUT

N\
\

GYPSUM Dﬂ O _ The - %H: JUNCTION BOX ,
BOARD\\F\E\E e o o U / k

DRYWALL CEILING ~
CROSS TEE, TYP. ~—

1/4" SCREW

EXIT SIGN MOUNTING - GYPBOARD CEILING |(2)

CAST METAL
"WHILE-IN-USE"
WP COVER(S) &
RECEPTACLE(S).

AT
RIGID STEEL CONDUIT
/ FOR SUPPORT PER
g N.E.C. ART. 314

CAST METAL, 2-GANG,
NEMA 3R JUNCTION BOX
WITH THREADED HUBS.

A
X|E %|E | . RIGID STEEL CONDUIT
=|E 3|E FOR WIRING
® NS 17 T~
, -~ i N SECTION "A-A"
/ ]g U
Ii ( at 1/2" HILTI KBTZ
(S) R — 1/2"
] R ‘Fﬁ W/WASHER AND 3/4" MIN
E — , EMBED (6" MIN
Q CONCRETE THICKNESS)
8 P1000 OR P1000T ~_ -
CHANNEL HHCS
(8) 1/2"x5/16" ROOF PENETRATION AND
S W/P1010 NUT ELEVATION CONDUIT SUPPORT PER
o~ SPECIFICATION 60533 AND
tli; DETAIL 4 ON THIS SHEET
TO ANCHORAGE AND
&} ATTACHMENT TO THE
~ STRUCTURE, REFER TO
E STRUCTURAL
Q DRAWINGS.
3
<
2 RECEPTACLE ROOF MOUNTING DETAIL @
J
3
~
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one quarter inch

6"

6"

6Il

1 4 5 6 7 8
Branch Panel: 1CA
Location: Space 184 Volts: 120/208 Wye A.l.C. Rating: 42000
Supply From: Phases: 3 Mains Type: MLO
Mounting: Recessed Wires: 4 Mains Rating: 225 A
Enclosure: Type 1 MCB Rating:
Notes: REFER TO SINGLE LINE DIAGRAM
CKT Circuit Description Trip | Poles A B C Poles | Trip Circuit Description CKT
1 ADMIN C142 20A 1 1080 | 1080 1 20 A |ADMIN C142 2
3 |ADMIN C142 20A 1 900 VA | 1080 1 20 A |ADMIN C142 4
5 |CIRCULATION RECEP C142B 20A 1 720 VA|180 VA 1 20 A |PLOTTER DED C142B 6
7 DED RECEP C142B 20A 1 180 VA| 1152 1 20 A |ADMIN LIGHTING C142 8
9 LIGHTING POWER C141, C142A 20A 1 456 VA | 360 VA 1 20 A |HALLWAY C142A 10
11 |LIGHTING POWER C142B 20A 1 192 VA| 1040 1 20A [C139 TV OUTLET 12
13 |WATER BATH C143A 20A 1 500 VA | 720 VA 1 20 A |HALLWAY RECEPTACLES 14
15 |CENTRIFUGE 5804R C143A 20A 1 1920 (840 VA 1 20A |LTGC132,C140 16
17 |LTG C136-C139 20A 1 1500 | 1620 1 25 A |REFRIGERATOR -20 DEGREE C140 18
19 |LUNCH ROOM/LOUNGE C140 CONV 20A 1 540 VA | 900 VA 1 20 A |OFFICE C132 OUTLET 20
21 |VENDING MACHINE C140 20A 1 1000 [180 VA 1 20 A |RTU-1 ROOFTOP RECEPTACLE 22
23 |VENDING MACHINE C140 20A 1 1000 |720 VA 1 20 A |WORKSTATION C143A 24
25 |OPEN OFFICE C139 20A 1 720 VA| 1080 1 20 A |OPEN OFFICE C139 26
27 |TISSUE CULTURE C143A 20A 1 720 VA| 1080 1 20 A |OPEN OFFICE C139 28
29 |WORKROOM C136, C137, C138 RECEP 20A 1 1080 [540 VA 1 20 A |CONFERENCE CONV RECEP 30
31 |FREEZER C143A 20A 1 3100 |600 VA 1 20 A |LTG HALLWAY C101 32
33 |Spare 0A 1 OVA | OVA 1 0OA |Spare 34
35 |Spare 0A 1 OVA | OVA 1 0OA |Spare 36
37 |Spare 0A 1 OVA | OVA 1 0A |Spare 38
39 |Spare 0A 1 OVA | OVA 1 0OA |Spare 40
41 |Spare 0A 1 OVA | OVA 1 0OA |Spare 42
Total Load: 11652 VA 8536 VA 8592 VA
Total Amps: 97 A 71A 72A

Legend:

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Receptacle 0 VA 0.00% 0 VA

Lighting 1440 VA 100.00% 1440 VA Total Conn. Load: |28780 VA

HVAC 0 VA 0.00% 0 VA Total Est. Demand: {28780 VA

Kitchen Equipment - Non-Dwelling Unit 0 VA 0.00% 0 VA Total Conn.:|80 A

Equipment 0 VA 0.00% 0 VA Total Est. Demand: 80 A

Motor 0 VA 0.00% 0 VA

Transformer 0 VA 0.00% 0 VA

Power 24040 VA 100.00% 24040 VA

Spare 0 VA 0.00% 0 VA

Notes:

LOADS IN PANEL SHOWS NEW LOAD IN ADMIN WORK AND FUTURE LAB WORK. CONTRACTOR TO REFER AND COORDINATE WITH THE FLOOR PLAN FOR RELATED WORK.

HILLIARD ARCHITECTS INC. COPYRIGHT
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KEY NOTES:{ )

1. NEW 225A PANEL.
2. REPLACE EXISTING BREAKER WITH NEW 225A
COMPATIBLE CIRCUIT BREAKER.

71A 72A 40A
3C 3K 3B 3A
3RD FLOOR
73A 71A 72A 32A 21A 31A 26A
2C 2K 2B 2A EM2B EM2A EM2C
2ND FLOOR 4#300 MCM - 3"C — &
——— 4#2/0 -2-1/2"C
442 - 2°C X 15A 92A 45A 15A 92A
6B3AC1 ST-LGT ACCU-1 FCU-1 (N)1CA 1BB 1B 1A 1BBB 1BBBB
LOOP 16"X16"X5 PULL
D @ BOX TO BSMT
©—— 3#4/0, 1"C NEUTRAL 4#1/0 - 2"C —
2-1/2"C TO MCC-1
. EMERGENCY EMA
4#250 MCM - 3"C DISTRIBUTION UPS UPS MAINTE
OFF OFF D——4#1/0- 2"C 9 PANEL "EMA" MODULE BYPASS NANCE
ON 400A, 208/120V, BYPASS
DISTRIBUTION DISTRIBUTION ¢ (N)4#250KCMIL & 1#4G - 3"C 441 - 2°C 30, 4W
PANEL #1 BOARD #2
| o o o ] o T T o 1 o o - o T o o o | o o o o o o o o e o o o o o o o o o o o | o o 1 o o o o 1 o |
| | | |
| |
| |
| 200A 20A 20A 200A 200A 200A 30A 60A 20A | 225A 200A 200A 150A 200A 30A 400A : 100AF 400AF 225AF 225AF 225AF |
3P 3P 3P 3P 3P 3P 3P 3P 3P | 3P 3P 3P 3P 3P 3P 3P 100AT 400AT 225AT 225AT 225AT
| | AUTOMATIC |~ ¢ — 3P 3P 3P 3P 3P
X S S ) L o | S o TRANSFER | S o S S S X
| | SWITCH | | |
600A, 208/120V, 3P, 4W | 600A, 208/120V, 3P, 4W | 400A, 4P e __
| | .
S e e SHEET NOTES:
T— 1. ELECTRICAL EQUIPMENT SHOWN ARE EXISTING, UON.
4#250 MCM (PHASES  — |4'\1T4E/2 ((:ZHQEIZSZ A{Z%&N)
A,B,C&N) IN EACH -
OF 2-3"C
fa
L ——4#1-2"C
__ __ __ __ __ __ _L __ TO MCC-2
- 1 3300 mMom s 146 - 3°C T ok
! i L U | asovTO
| 120/208V
600AF > 600AF 600AF LT I 30 4w
500AT 600AT 400AT WP
: 3P 3P 3P [
1 1 Y
' - ? |
' [
TOBLDG 6
— o ]
. [
' | — - - - -- -- -- -~ ME EMERGENCY
‘ | DISTRIBUTION BOARD
‘ 480/277V, 301, 4W
! 1600AF !
| ) ‘1000AT | 400AF 205AF |
‘ 3p ! | 400AT 200AT
‘ 3P ‘ 3P
| o |
| | |
| _ 1 _ 1 |
| )
|
— - —‘ T-6 XFMR | !
1 LA | 300KVA |
| 4160V TO L __ _ __ __ __ __
LFY“’YW |
__ 120/208V
30, 4W
AUTOMATIC
1- #3/0 -1" TO CW/MIN. L TRANSFER
1 CONNECT TO NEUT & ALL SWITCH
- EQUIPMENT ENCLOSURES IN E N| 1200A, 4P
TRANSFORMER ROOM
NORMAL
D 70A FUSES POWER FROM
ME BUILDING
[ 12008 UTILITY POWER
_ __ __ . 3P
| & | WP
| | L
|
|
2 SINGLE THROW ! | | 1200A
AIR-BREAK SWITCHES | NO NC | ! 3P
| | |
|
' ' ()
|
4160V - 30 FEEDERS ! _ - - L=~ __
750 KW DIESEL ENGINE
GEN 480/277V, 31, 4W

1ST FLOOR ME BUILDING
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